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& Domestic hot water installations must be installed, commissioned
and maintained by a competent person in accordance with Building
Regulation G3 (England and Wales), Technical Standard P3

. (Scotland) or Building Regulation P5 (Northern Ireland) and the
" Water Fitting Regulations (England and Wales) or Water Byelaws
Z (Scotland). As such, the installed cylinder must comply with the
~ above mentioned regulations.

To comply, the required safety devices can include, but are not limited to:
- a thermal cut out

- a temperature / pressure relief valve

- a motorised 2-port valve to interrupt the flow in case of high temperature
- other if required according to (local) regulations

A The hydraulic and wiring diagram below serve as installation example only

(o)

i. Motorised 2-port valve (field supply) % —=—K+ —

Thermal
oltaut

Field suEpIy

Tank thermostt
contact
DHW onloff

Timer
oontact ()

| Ne— 1

(") :No use of imer by user inferface

= ey [

EKHY3PART2

X9A

EKHY3PART2

EKHY3PART2

*4P388658-1

0000000-*



